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ABBREVIATIONS:

CONDUIT

EQUIPMENT GROUNDING CONDUCTOR

ELECTRICAL METALLIC TUBING

EXISTING REMOVED

EXISTING REMOVED/RELOCATED

EXISTING TO REMAIN

EGC

EMT

ER

ERR

EX

G

N

NC

RCPT

A AMPERES

AIC AMPERE INTERRUPTING CAPACITY

CEILING

CB CIRCUIT BREAKER

CLG

DS DISCONNECT SWITCH

EC EMPTY CONDUIT

SPEC

RIGID GALVANIZED STEEL CONDUITRGSC

RECEPTACLE

SPECIFICATION

UNLESS NOTED OTHERWISEUNO

UL UNDERWRITER'S LABORATORIES

V

VA

VM

W

WM

VOLTS

VOLT AMPERES

VFD VARIABLE FREQUENCY DRIVE

VOLT METER

WATT

WATT METER

TYP TYPICAL

NF

NO

NORMALLY CLOSED

NEC NATIONAL ELECTRICAL CODE

NOT FUSIBLE

NIC

NORMALLY OPEN

P

PB

PH

NTS NOT TO SCALE

OCP OVERCURRENT PROTECTION

POLE

PULLBOX

PHASE

PNLBD PANELBOARD

HP

kV KILOVOLT

kVA KILOVOLT AMPERES

MAX. MAXIMUM

MCB MAIN CIRCUIT BREAKER

MIN. MINIMUM

MLO MAIN LUG ONLY

C or C.

HORSEPOWER

J-BOX JUNCTION BOX

LFMC

NMC NON-METALLIC CONDUIT

NOT IN CONTRACT

EQUIPMENT GROUNDING CONDUCTOR

GROUND OR

GROUNDED CONDUCTOR

NEUTRAL, NEUTRAL CONDUCTOR OR

CONDUIT

LIQUIDTIGHT FLEXIBLE METALLIC

DISPOSALDISP

GENERAL NOTES:

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

12.FUSES SHALL BE DUAL-ELEMENT, NEMA CLASS RK1 OR RK5.

11.

13.

14.

AND CONSTRUCTION DOCUMENTS AND MUST BE RIGIDLY ADHERED TO.

DIVISION 1 SPECIFICATION SECTIONS ARE AN INTEGRAL PART OF THE BID 

METHODS, MATERIALS AND PROVISIONS OF GENERAL CONDITIONS AND 

SECONDARY SERVICE ENTRANCE - THWN (75° C).

THHN (90° C).  BRANCH & FEEDER BELOW GROUND - THWN (75° C).

SIGNAL/CONTROL CIRCUITS.  BRANCH & FEEDER ABOVE GROUND- 

AND LIGHTING CIRCUITS.  MINIMUM CONDUCTOR SIZE SHALL BE #14 FOR

INSULATION.  MINIMUM CONDUCTOR SIZE SHALL BE #12 FOR POWER

ALL WIRE AND CABLE SHALL BE COPPER WITH THWN/THHN, 600 VOLT
WILL NOT BE ALLOWED.

AND ALL METALLIC ENCLOSURE BOXES.  FIELD-INSTALLABLE INSERTS

WIREWAYS, STARTERS AND SWITCH ENCLOSURES, JUNCTION BOXES

CONNECTORS WHERE CONDUIT ENTERS PANELBOARD ENCLOSURES,

PROVIDE STEEL BONDING-TYPE LOCKNUTS AND INSULATED THROAT

JOIST SPACE.

IN UNFINISHED AREAS WHERE PROTECTED IN COLUMN WEBS OR UP IN

FITTINGS MAY BE USED IN FINISHED AREAS.  EMT MAY ALSO BE USED

ELECTRICAL METALLIC TUBING (EMT) WITH COMPRESSION COUPLINGS AND

HAND-WRITTEN DIRECTORIES WILL NOT BE ALLOWED.

CIRCUIT DIRECTORIES FOR PANELBOARDS SHALL BE TYPE-WRITTEN;

CONDUIT AND RACEWAY SYSTEMS.

PROVIDE GREEN COLORED INSULATED GROUNDING CONDUCTOR(S) IN ALL

OF WALLS.

PENETRATIONS THROUGH FIRE RATED WALLS TO MAINTAIN RATING

PROVIDE INTUMESCENT FIRESEAL AT ALL SLEEVE AND CONDUIT

AND CONNECTORS. 

WITH LIQUID-TIGHT FLEXIBLE METAL CONDUIT(LFMC)

MAKE FINAL CONNECTIONS TO MOTORS AND VIBRATING EQUIPMENT 

AND SUPER 33+). 

OF VINYL PLASTIC PADS AND VINYL PLASTIC TAPE (3M 2200/2210

WIRE CONNECTORS SHALL BE THE SPLIT BOLT TYPE WITH INSULATION

SPRING CONNECTORS (IDEAL 451/452 OR 3M E12/512).  #8 AND LARGER

#10 AND SMALLER WIRE CONNECTORS SHALL BE 600 VOLT ELECTRICAL

LOCATIONS ABOVE GROUND.

IS SUSCEPTIBLE TO PHYSICAL DAMAGE AND IN ALL EXTERIOR

PROVIDE RIGID GALVANIZED STEEL CONDUIT (RGSC) WHERE CONDUIT

WITH MOTOR CONTROLLER DEVICES PROVIDED UNDER DIVISION 16.

DRAWINGS (DIVISION 15) IN ORDER TO INCLUDE ACCESSORIES REQUIRED

REVIEW CONTROL SCHEMATICS AND DIAGRAMS ON MECHANICAL

CONDUIT SIZE SHALL BE 3/4".

CONDUIT SIZE SHALL BE 3/4".  MINIMUM BRANCH CIRCUIT HOMERUN

ALL WIRE AND CABLE SHALL BE INSTALLED IN CONDUIT.  MINIMUM

SPECIFICATIONS EXCEED MINIMUM CODE REQUIREMENTS.  

NATIONAL ELECTRICAL CODE.  IN SOME CASES, PROJECT DRAWINGS AND

PERFORM ALL WORK IN ACCORDANCE WITH THE 2011 EDITION OF THE

FMC FLEXIBLE METALLIC CONDUIT

CEILING OR WALL MOUNTED JUNCTION BOX

PANELBOARD, FLUSH OR SURFACE MOUNTED

MOTOR RATED SWITCH WITH THERMAL OVERLOAD PROTECTION (MANUAL MOTOR STARTER)

CONDUIT INSTALLED CONCEALED IN WALLS AND/OR ABOVE CEILING

CONDUIT INSTALLED CONCEALED IN/OR BELOW FLOOR SLAB OR BELOW GRADE

CONDUIT INSTALLED EXPOSED

CONDUIT TURNING UP/CONDUIT TURNING DOWN

S  

T

LEGEND:

"WP" = WEATHERPROOF COVER

"GF" = GROUND FAULT CIRCUIT INTERRUPTER

DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT 18" AFF UNO.  STANDARD RECEPTACLE UNLESS NOTED AS FOLLOWS:

SPECIAL PURPOSE RECEPTACLE, NEMA CONFIGURATION AS INDICATED, MOUNT 18" AFF UNO

SINGLE-POLE TOGGLE SWITCH, MOUNT 48" AFF

DRY-TYPE TRANSFORMER, KVA AS INDICATED OR SCHEDULED

CONDUIT TERMINATION, STUB-OUT WITH THREADED OR SETSCREW CAP

CONNECTION TO GROUNDING ELECTRODE

OR DISCONNECT PROVIDED BY DIVISION 15

PACKAGE CONTROL PANEL WITH MOTOR STARTER/CONTROLLER/CIRCUIT BREAKER 

30/3

30/3/20

(MOUNTING HEIGHTS GIVEN ARE TO CENTERLINE OF DEVICE UNLESS NOTED OTHERWISE)

EQUIPMENT PLYWOOD BACKBOARD, SIZE AS INDICATED

MOTOR, HP AS INDICATED; M INDICATES FRACTIONAL HORSEPOWER.

HEAVY DUTY NOT-FUSIBLE DISCONNECT SWITCH; AMPS/POLES AS INDICATED.

HEAVY DUTY FUSIBLE DISCONNECT SWITCH; AMPS/POLES/FUSES AS INDICATED.

EQUIPMENT OR PANEL AS INDICATED

JJ

SM 

M

S2 

WALLPLATE.

MOUNTED DIE CAST ALUMINUM BOX WITH EXTERIOR MEANS FOR MOUNTING. PROVIDE  LOCKOUT 

DOUBLE-POLE SINGLE THROW TOGGLE SWITCH, MOUNT 48" AFF. PROVIDE SINGLE GANG SURFACE 

"WP" = WEATHERPROOF COVER

"GF" = GROUND FAULT CIRCUIT INTERRUPTER

DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, MOUNT 18" AFF UNO.  STANDARD RECEPTACLE UNLESS NOTED AS FOLLOWS:

HA-1,3,5

5

1

3

"C FOR ALL BRANCH CIRCUITS AND HOMERUNS.4
3DEFAULT IS 2#12 & 1 #12G - 

NUMBER(S) INDICATE CIRCUIT DESIGNATIONS. WHERE NO CONDUIT AND WRE SIZE IS INDICATED,

THE NUMBERS 3 OR 5 ADJACENT TO AN ARROW INDICATES A CIRCUIT CONTINUATION.  

HA-1,3,5 (EXAMPLE ONLY) INDICATES HOMERUN OF CIRCUITS 1, 3 AND 5 TO PANELBOARD HA.

SYMBOLOGY LEGEND:

EQUIPMENT/DEVICE SHOWN CROSSHATCHED INDICATES EXISTING TO BE DEMOLISHED

EQUIPMENT/DEVICE SHOWN SCREENED INDICATES EXISTING TO REMAIN IN SERVICE

EQUIPMENT/DEVICE SHOWN BOLD INDICATES NEW

TYPICAL FOR ALL ELECTRICAL SHEETS

ELECTRICAL GENERAL DEMOLITION NOTES:

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

GENERAL NOTES

ABBREVIATIONS, AND 

ELECTRICAL LEGEND,

E0.0.1

NONE

WP WEATHERPROOF 
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TCON 13

TCON 12 &

T10

SEE DETAIL 

SEE DETAIL 
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SEE DETAIL 
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SEE DETAIL 
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CONCOURSES T, A, B

TERMINAL &

OVERALL PLAN

ELECTRICAL

MAIN TERMINAL

CONCOURSE

           T

CONCOURSE

           A

CONCOURSE

           B

GENERAL NOTES:
1.

BASIC LOCATION. SEE INDIVIDUAL 1/8" FLOOR PLANS FOR DETAIL WORK REQUIREMENTS. 

CONFINED TO THIS LEVEL. AREAS OF WORK SHOWN HEREIN FOR THE TERMINAL AND CONCOURSES INDICATE

DEFAULT FLOOR PLAN DISPLAYED ON THIS SHEET IS THE APRON LEVEL. HOWEVER SCOPE OF WORK IS NOT

ELECTRICAL OVERALL PLAN - TERMINAL & CONCOURSES T, A, B
SCALE: 1/8"  =  1'-0"

1
E2.0.1
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GENERAL NOTES:
1.

SCALE: 1/8"  =  1'-0"

1 ELECTRICAL OVERALL PLAN - TERMINAL & CONCOURSES C, D, E
E2.0.2

BASIC LOCATION. SEE INDIVIDUAL 1/8" FLOOR PLANS FOR DETAIL WORK REQUIREMENTS. 

CONFINED TO THIS LEVEL. AREAS OF WORK SHOWN HEREIN FOR THE TERMINAL AND CONCOURSES INDICATE

DEFAULT FLOOR PLAN DISPLAYED ON THIS SHEET IS THE APRON LEVEL. HOWEVER SCOPE OF WORK IS NOT
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SEAL

REFERENCE NUMBER

ELEV.

MACH.

ROOM

LPEA-24

ATT

LPA-23

RPA-1DD

RPA-2C2

RPA-2C

   T

RPA-2CC

J

RPA1DD- 19

120V, 1PH

1/4 HP,

VF-A4

277V, 1PH

UH-A4, 3KW,

LPA23- 35

J

J

RPA1DD- 17

30/2/20

GF

208V, 1PH

15 FLA,

(IN APRON LEVEL)

DSCU-A4

DSEU-A4
30/2/20

2#10,1#10G

RPA1DD- 21, 23

ELEV.

MACH.

ROOM

M

SM 

REMOVED COMPLETE

EXIST EF-A5 TO BE 

ELEV.

MACH.

ROOM

GF30/2/20

RPA-2H-8

RPA-2H-10

120V, 1PH

1/4 HP,

VF-A5

277V, 1PH

UH-A5, 3KW,

LPA28- 32

J

J
J

208V, 1PH

15 FLA,

(IN APRON LEVEL)

DSCU-A5

2#10,1#10G

RPA-2H-40, 42

30/2/20

DSEU-A5

ATT

LPAE-23
   T

RPA-2H

RPEA-2C

LPA-28

FACP

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

A4
A5 "=1'-0"8

1

KEYED NOTES:

     2

 1

     3

EA4.1.1

HVAC EQUIPMENT MANUFACTURER. 

INDOOR UNIT POWERED THROUGH OUTDOOR UNIT. WIRE AS DIRECTED BY 

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

PANELBOARD SPACE.

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING

TYPE AND RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI 

DISCONNECT SWITCH.

CIRCUIT AND REDIRECT THROUGH NEW 30/2/20 

INTERCEPT EXISTING ELEVATOR CAB LIGHTING 

FIRE/SMOKE DAMPERS AS REQUIRED.

CONNECTION TO DDC CONTROL PANEL AND/OR 

COORDINATE WITH HVAC CONTRACTOR FOR 120V 

BOARDING LEVEL

 AREAS A4 AND A5

MODIFICATIONS TO

ELECTRICAL PLANS - 

DC

32

31

33

DC

78

77

76

78

77

76

DC

DC

83

82

 1

     2

     3

 1

     2

     3

SCALE: 1/8"  =  1'-0"

2
EA4.1.1

ELECTRICAL PLAN BOARDING LEVEL (A5)SCALE: 1/8"  =  1'-0"

1
EA4.1.1

BOARDING LEVEL (A5)

ELECTRICAL DEMOLITION PLAN 

SCALE: 1/8"  =  1'-0"

3
EA4.1.1

ELECTRICAL PLAN BOARDING LEVEL (A4)

SCALE: 1/8"  =  1'-0"

4
EA4.1.1

BOARDING LEVEL

ELECTRICAL PLAN 

SUPPORTING A5)

(PLAN SHOWN FOR LOCATION OF PANELBOARDS 

     4

4

4

4

GENERAL NOTES:
1.

POSSIBLE.

PANELBOARD.  CONDUIT SHALL BE REMOVED TO THE EXTENT 

REMOVE BRANCH CIRCUIT WIRING COMPLETE BACK TO 

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, 

4
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SEAL

REFERENCE NUMBER

ELEV.

MACH. 

ROOM

ELECT.

ROOM

RP-CBB

LPEC-B2

PP-C2

RP-CBC
GF

RP-CBC

30/2/20

GF

RPCBC- 16

DSEU C4

208V, 1PH

15 FLA,

DSCU-C4

RPCBC- 12, 14

2#10, 1#10G

30/2

T
ELEV.

MACH. 

ROOM ELECT. 

ROOM
LPE-BB2

PPB-2 RP-BBB

RP-CBB

DSEU-B2

GF

30/2/20GF

RP-BBC

RPBBC- 11

208V, 1PH

15 FLA,

DSCU-B2

RPBBC- 7, 9

2#10, 1#10G

30/2

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

B2
"=1'-0"8

1

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBORAD SPACE.

AS DIRECTED BY HVAC EQUIPMENT MANUFACTURER.

POWERED THROUGH OUTDOOR UNIT LOCATED IN APRON LEVEL. WIRE 

INDOOR UNIT LOCATED IN ELEVATOR MACHINE ROOM IN APM LEVEL 

IN EXISTING PANELBOARD SPACE.

PROVIDE NEW GFCI DUPLEX. HOME RUN TO NEW CIRCUIT BREAKER

RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE AND 

THROUGH NEW 30/2/20 DISCONNECT SWITCH.

INTERCEPT EXISTING ELEVATOR CAB LIGHTING CIRCUIT AND REDIRECT

KEYED NOTES:

     2

 1

H

77

EB4.0.1

LEVEL

 AREAS B2 AND C4 APM 

MODIFICATIONS TO

ELECTRICAL PLANS - 

H

77

 1

     2

SCALE: 1/8"  =  1'-0"

1 ELECTRICAL PLAN APM LEVEL (B2)

SCALE: 1/8"  =  1'-0"

2 ELECTRICAL PLAN APM LEVEL (C4)
EB4.0.1

EB4.0.1

C4
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3
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4
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SEAL

REFERENCE NUMBER

F.E.

F.E.

DSEU-B4 208V, 1PH

15 FLA,

DSCU-B4J

GF

208V, 1PH

UH-B4, 3KW,

30/2/20
2#10,1#10G

RP-EB1D-15

(EXIST) RP-EB1D

WP

30/2

RP-EB1D- 21,23

RP-EB1D-17,19

RP-EB1D-14

RP-EB1D-13

J

J

120, 1PH

1/4 HP,

VF-B4

F.E.

F.E.

F.E.

LPEB-16

RPEB-1E

LPB-114

      (PANEL A)

BN33-1-C2-N-L-LP1-51B

  T

  T

  T   T

      (PANEL B)

BN33-1-C2-N-L-LP1-51B

LOAD CIRCUIT
      

BN33-1-C2-NH-PP1-S3B/S4B

TAP BOX

208V, 1PH

15 FLA,

DSCU-B7

DSEU-B7 

J

      (PANEL B)

BN33-1-C2-N-L-LP1-51B

      (PANEL A)

BN33-1-C2-N-L-LP1-51B

LPB-114

RPB-1F

GF

30/2/20

PANEL B-39

WP

30/2

PANEL B-40,42

PANEL B-41

J

LPB114-31

J

120V, 1PH

1/4 HP,

VF-B7

277V, 1PH

UH-B7, 3KW

2#10,1#10G

F.E.

F.E.

F.E.

M

SM 
REMOVED COMPLETE

EXIST EF-B7 TO BE

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

B4
B7 "=1'-0"8

1

KEYED NOTES:

     2

 1

GENERAL NOTES:

     3

67

66

H

91

92

93

F G

1.

POSSIBLE.

PANELBOARD.  CONDUIT SHALL BE REMOVED TO THE EXTENT 

REMOVE BRANCH CIRCUIT WIRING COMPLETE BACK TO 

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, 

EB4.0.2

APRON LEVEL

 AREAS B4 AND B7

MODIFICATIONS TO

ELECTRICAL PLANS - 

PANELBOARD SPACE.

PROVIDE NEW GFCI DUPLEX. HOME RUN TO NEW CIRCUIT BREAKER IN EXISTING

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

EQUIPMENT MANUFACTURER.

INDOOR UNIT POWERED THROUGH OUTDOOR UNIT. WIRE AS DIRECTED BY HVAC

WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION AND REMOVE EXISTING

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE AND 

THROUGH NEW 30/2/20 DISCONNECT SWITCH.

INTERCEPT EXISTING ELEVATOR CAB LIGHTING CIRCUIT AND REDIRECT

DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS REQUIRED.

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION TO 

 1

     3

     2

     2

SCALE: 1/8"  =  1'-0"

2
EB4.0.2

ELECTRICAL PLAN APRON LEVEL (B7)

SCALE: 1/8"  =  1'-0"

3
EB4.0.2

ELECTRICAL PLAN APRON LEVEL (B4)

     4

4

4
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SCALE: 1/8"  =  1'-0"

1
EB4.0.2

ELECTRICAL DEMOLITION PLAN APRON LEVEL (B7)
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SEAL

REFERENCE NUMBER

ELEV.

MACH.

ROOM

ELEV.

MACH.

ROOM

LPB-23

ATT

RPB-2C
RP-2BK

LPB-210

CDSBD1

B10-NEW

SM 

M

REMOVED COMPLETE

EXIST EF-B8 TO BE 

ELEV.

MACH.

ROOM

ELEV.

MACH.

ROOM

BWX-BRP

BWX-BLP

GF

J 120V, 1PH

1/4 HP,

VF-B3
BWXBRP- 40

BWXBRP- 42

BWXBRP- 41

30/2/20

J

ELEV.

MACH.

ROOM

ELEV.

MACH.

ROOM

LPB-23

ATT

RPB-2C
RP-2BK

LPB-210

CDSBD1

B10-NEW

J

GF

30/2/20

RP-2BK- 4

RP-2BK- 16

J

120V, 1PH

1/4 HP,

VF-B8

277V, 1PH

UH-B8, 3KW

LPB-210-8

DSEU-B8

208V, 1PH

15 FLA,

(IN APRON LEVEL)

DSCU-B8

2#10,1#10G

RP-2BK- 17, 18

J

30/2/20

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

B3
B8 "=1'-0"8

1

KEYED NOTES:

     2

 1

GENERAL NOTES:

     3

     4

30

29

FE

1.

POSSIBLE.

PANELBOARD.  CONDUIT SHALL BE REMOVED TO THE EXTENT 

REMOVE BRANCH CIRCUIT WIRING COMPLETE BACK TO 

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, 

EB4.1.1

EQUIPMENT MANUFACTURER.

INDOOR UNIT POWERED THROUGH OUTDOOR UNIT. WIRE AS DIRECTED BY HVAC

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION AND REMOVE EXISTING

AHU OR ELEVATOR MACHINE ROOM.

FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION OF SMOKE DETECTOR IN

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. INTERLOCK WITH 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBORAD SPACE.

BREAKER IN EXISTING PANELBOARD SPACE.

PROVIDE NEW GFCI DUPLEX RECEPTACLE. HOME RUN TO NEW CIRCUIT 

RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE AND

THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAB LIGHTING CIRCUIT AND REDIRECT

DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS REQUIRED.

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION TO 

E F

51

50

49

30

29

FE

BOARDING LEVEL

 AREAS B3 AND B8

MODIFICATIONS TO

ELECTRICAL PLANS - 

     4

     3
     2

     2
 1

 1

SCALE: 1/8"  =  1'-0"

1
EB4.1.1

ELECTRICAL PLAN BOARDING LEVEL (B3)

SCALE: 1/8"  =  1'-0"

2 ELECTRICAL PLAN BOARDING LEVEL (B8)
SCALE: 1/8"  =  1'-0"

3 BOARDING LEVEL (B8)

ELECTRICAL DEMOLITION PLAN 

EB4.1.1 EB4.1.1
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SEAL

REFERENCE NUMBER

SWBD LCC8

RPEC-1C

LPEC-13

LPC-18

RPC-1G

M

S
M
 

REMOVED COMPLETE

EXIST EF-C5 TO BE

REMOVED COMPLETE

EXIST UH-D5 TO BE 

M

DSEU-C5 

J

208V, 1PH

15 FLA,

DSCU-C5

GF

SWBD LCC8

RPEC-1C

LPEC-13

LPC-18

RPC-1G

2#10,1#10G

RPC-1G- 1, 2

RPC-1G- 30

RPC-1G- 38

WP

30/2

30/2/20

RPC-1G- 25

120, 1PH

1/4 HP,

VF-C5

JJ

1PH

277V, 

3KW

UH-C5, 

RPC-1G- 25

SWBD LCC10

RPC-1L

LPEC-17

LPC-110

RPEC-1E

AT&T

T

T

RPC-1L (100A)

SUB PANEL FROM

REMOVED COMPLETE

EXIST UH-D6 TO BE 

SWBD LCC10

RPC-1L

LPEC-17

LPC-110

RPEC-1E

AT&T

T

T

RPC-1L (100A)

SUB PANEL FROM

GF

J

30/2/20

RP-C1L-15

RP-C1L-13

J

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

C5
C6

EQUIPMENT MANUFACTURER.

INDOOR UNIT POWERED THROUGH OUTDOOR UNIT. WIRE AS DIRECTED BY HVAC

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

AHU OR ELEVATOR MACHINE ROOM.

FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION OF SMOKE DETECTOR IN

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. INTERLOCK WITH 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION AND REMOVE EXISTING

PANELBOARD SPACE.

PROVIDE NEW GFCI DUPLEX. HOME RUN TO NEW CIRCUIT BREAKER IN EXISTING

EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE AND RECONNECT TO

NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND REDIRECT THROUGH

CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS REQUIRED.

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION TO DDC 

KEYED NOTES:

     2

 1

1.

     3

     4

REMOVED TO THE EXTENT POSSIBLE.

CIRCUIT WIRING COMPLETE BACK TO PANELBOARD.  CONDUIT SHALL BE 

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, REMOVE BRANCH 

67

ML

L1

10

66

67

66

GENERAL NOTES:

L M

L M L M

11

10

11

K K

"=1'-0"8
1

EC4.0.1

APRON LEVEL

 AREAS C5 AND C6

MODIFICATIONS TO

ELECTRICAL PLANS - 
 1

     2

     2

     5

5

SCALE: 1/8"  =  1'-0"

2 ELECTRICAL PLAN APRON LEVEL (C5)

SCALE: 1/8"  =  1'-0"

1 APRON LEVEL (C5)

ELECTRICAL DEMOLITION PLAN 

EC4.0.1

EC4.0.1

SCALE: 1/8"  =  1'-0"

4
SCALE: 1/8"  =  1'-0"

3
EC4.0.1 EC4.0.1

APRON LEVEL (C6)

ELECTRICAL DEMOLITION PLAN 

ELECTRICAL PLAN APRON LEVEL (C6)
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SEAL

REFERENCE NUMBER

SWBD LCD2 SWBD LCD1 MAIN

PP-1
RPED-1B

LPED-11

LPD-12

RPD-1B

M

SM 

REMOVED COMPLETE

EXIST EF-D3 TO BE

SWBD LCD2 SWBD LCD1 MAIN

PP-1

DSEU-D3 

277V, 1PH

15 FLA,

DSCU-D3

J

RPED-1B

LPED-11

LPD-12

RPD-1B

GF

277V, 1PH

UH-D3, 3KW,

NLPP1- 3,5

40/2

PP-1- 12

ADJACENT TO PANELBOARD.

TO GROUND BUS IN ELEC RM 

(GROUND ELECTRODE CONDUCTOR)

#12G-3/4"C 

2#8,1#8G (EGC)-3/4"C

120V, 1PH

1/4 HP,

VF-D3

J

J

(NEW)

NLPP1

NLPP1- 1

NLPP1- 7

LPD12- 9

2#10,1#10G 

30/2/20

WP

30/2

D3

IN ELECTRICAL ROOM DS6-1-B1.

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE LOCATED

WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION AND REMOVE EXISTING

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

EQUIPMENT MANUFACTURER.

INDOOR UNIT POWERED THROUGH OUTDOOR UNIT. WIRE AS DIRECTED BY HVAC

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD.

SCHEDULE ON SHEET E9.0.3. 

CIRCUIT BREAKER, 10KVA TRANSFORMER AND 240/120V DISTRIBUTION. SEE

PROVIDE NEW MINI-POWER CENTER TO INCLUDE INTEGRAL 480V PRIMARY

TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE AND RECONNECT

THROUGH NEW 30/2/20 DISCONNECT SWITCH.

INTERCEPT EXISTING ELEVATOR CAB LIGHTING CIRCUIT AND REDIRECT

CONTROL PANEL AND/OR DAMPERS AS REQUIRED.

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION TO DDC 

KEYED NOTES:

     2

 1

1.

GENERAL NOTES:

     3

EXTENT POSSIBLE.

PANELBOARD.  CONDUIT SHALL BE REMOVED TO THE 

REMOVE BRANCH CIRCUIT WIRING COMPLETE BACK TO 

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, 

17

N P R S

N P R S

18

17

18

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

"=1'-0"8
1

ED4.0.1

LEVEL

 AREA D3 APRON

MODIFICATIONS TO

ELECTRICAL PLANS - 

 1

     2

     3

SCALE: 1/8"  =  1'-0"

2
ED4.0.1

ELECTRICAL PLAN APRON LEVEL (D3)

SCALE: 1/8"  =  1'-0"

1 ELECTRICAL DEMOLITION PLAN APRON LEVEL (D3)
ED4.0.1
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SEAL

REFERENCE NUMBER

M

M

ELEV.

MACH.

ROOM

20/3

LPDA25-1,3,5

20/3

LPDA25-2,4,6

480V, 3PH

3/4 HP

EF-D1

3#12 & 1#12G

WP

WP

480V, 3PH

12 FLA,

PAC-D2

480V, 3PH

12 FLA,

PAC-D1

480V, 3PH

3/4 HP

EF-D2

3#12 & 1#12G

3#12 & 1#12G

3#12 & 1#12G

20/3

LPDA25-8,10,12

J

J

J

GF

GF30/2/20

30/2/20

277V, 1PH

UH-D2, 3KW

LPDA25-14

LPDA25-16

277V, 1PH

UH-D1, 3KW

J

J

J

J

J

LPD25RPD-2E LPD25A

ELEV.

MACH.

ROOM

M

REMOVED COMPLETE

EXIST EF-D2 TO BE 

M

REMOVED COMPLETE

EXIST EF-D1 TO BE 

D1
D2

KEYED NOTES:

GENERAL NOTES:

53

53e

N P R S

53

53e

N P R S

53

53e

N P R S

52

INSTALLED BY ELECTRICAL CONTRACTOR.

SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY MECHANICAL CONTRACTOR AND  

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO PAC UNIT DISCONNECT 

INSTALLED BY ELECTRICAL CONTRACTOR.

SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY MECHANICAL CONTRACTOR AND  

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER DISCONNECT 

INSTALLED BY ELECTRICAL CONTRACTOR.

SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY MECHANICAL CONTRACTOR AND  

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN DISCONNECT 

DISCONNECT SWITCH.

INTERCEPT EXISTING ELEVATOR CAB LIGHTING CIRCUIT AND REDIRECT THROUGH NEW 30/2/20 

CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE AND RECONNECT TO EXISTING

AS NEEDED AND PROVIDE NEW #12 AWG WIRE FROM CIRCUIT BREAKER TO LOAD.

REUSED FOR THIS HOMERUN.  FIELD VERIFY EXISTING BRANCH CIRCUIT, EXTEND CONDUIT 

EXISTING 120 VOLT BRANCH CIRCUIT SERVING EF-D2 (REMOVED BY DEMOLITION) TO BE

LEVEL BELOW. 

PROVIDE FEEDER FROM SWITCHBOARD LCD5 IN MAIN ELECTRICAL ROOM ON APRON 

NEW PANELBOARD TO BE LOCATED IN ELECTRICAL ROOM WHERE SPACE AVAILABLE.

BELOW.

ROUTE BRANCH CIRCUIT CONNECTION BETWEEN ROOMS ABOVE CEILING OF FLOOR 

HOMERUN TO CIRCUIT BREAKER IN NEW PANELBOARD INDICATED.

FIELD VERIFY EXISTING 120 VOLT BRANCH CIRCUIT CONNECTION AND REMOVE COMPLETE.

CONTROL PANEL AND/OR DAMPERS AS REQUIRED.

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION TO DDC 

NOTE #7 BELOW.

BRANCH CIRCUIT SHALL BE REUSED TO NEW DDC CONTROL PANEL AS DIRECTED IN KEYED 

COMPLETE BACK TO PANELBOARD, LEAVING CONDUIT IN PLACE INTO ROOM FOR REUSE.  

FIELD VERIFY EXISTING 120 VOLT BRANCH CIRCUIT CONNECTION AND REMOVE EXISTING WIRE

COMPLETE BACK TO PANELBOARD.  CONDUIT SHALL BE REMOVED TO THE EXTENT POSSIBLE.

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, REMOVE BRANCH CIRCUIT WIRING1.

     2

 1

     3

     4

     5

 1

     2

     2

     4

     4

     4

     3

     5

     6

     6

     7

     7

M. TRINKER

M. TRINKER

S. SVEDA

S. SVEDA

"=1'-0"8
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ED4.2.1

LEVEL

 AREA D1/D2 ROOF

MODIFICATIONS TO

ELECTRICAL PLANS - 

     8

8

8

SCALE: 1/8"  =  1'-0"

2

SCALE: 1/8"  =  1'-0"

1
ED4.2.1

ED4.2.1

ROOF LEVEL (D1/D2)

ELECTRICAL DEMOLITION PLAN 

ELECTRICAL PLAN ROOF LEVEL (D1/D2)

SCALE: 1/8"  =  1'-0"

3
ED4.2.1

BOARDING LEVEL PLAN (D1/D2)

ONLY)

(PLAN ISSUED FOR LOCATION OF PANELBOARDS 

9

9
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REFERENCE NUMBER

M

SM 

REMOVED COMPLETE

EXIST EF-T13 TO BE

TOB AFF

10'-0"

S
M
 

M

REMOVED COMPLETE

EXIST EF-T11 TO BE

T

T

TT

EXIST (SRL2)

EXIST (SRH2)

EXIST (LPT1D)

EXIST (UPS3)

(TSA3)

EXIST 

EXIST (ELPT1D)

EXIST (RPT1DA)

EXIST (LPT1DA)

MS3-1-F1, N-H-PP1-S1M

EXIST (PPMT1D)

MS3-1-F1, N-H-PP2-S1M

EXIST (PPT1D)

EXIST (RPT1D)

GF

SRL2 -37

30/2/20

SRL2 -39

120V, 1PH

1/4 HP,

VF-T13

J

J

M

T

T
T

EXIST (UPHB)

EXIST (UPH)

EXIST (UPS-5)

EXIST (TSA-5)N-H-PP2-S1M

MS6-1-B1, 

EXIST (PPT1B)

EXIST (RPT1B)

EXIST (EPT1B)

EXIST (LPT1B)

N-H-PP1-S1M

MS6-1-B1, 

EXIST (PPMT1B)

J

GF
30/2/20

LPT1B- 19

TSA 5- 34

120V, 1PH

1/4 HP,

VF-T11

J

JTSA 5- 20

277V, 1PH

UH-T11, 3KW

M

J

GF

30/2/20

N-L-PP1-S1M- 4

MS9-1-B8, 

120V, 1PH

1/4 HP,

VF-T14

N-L-PP1-S1M- 5

MS9-1-B8, 

J

N-H-PP1-S1A 

MS9-1-B8, 
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SCALE: 1/8"  =  1'-0"
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SCALE: 1/8"  =  1'-0"
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SCALE: 1/8"  =  1'-0"
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KEYED NOTES:

     2

 1

1.

GENERAL NOTES:

     3

MECHANICAL CONTRACTOR AND INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

OF SMOKE DETECTOR IN AHU OR ELEVATOR MACHINE ROOM.

INTERLOCK WITH FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION 

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. 

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

AND RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE

BREAKER IN EXISTING PANELBOARD SPACE.

PROVIDE NEW GFCI DUPLEX. HOME RUN TO NEW CIRCUIT 

REDIRECT THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND 

REQUIRED.

TO DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS 

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION

     4

POSSIBLE.

PANELBOARD. CONDUIT SHALL BE REMOVED TO THE EXTENT

REMOVE BRANCH CIRCUIT WIRING COMPLETE BACK TO 

WHERE DEMOLITION OF BRANCH CIRCUITS ARE INDICATED, 
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ELECTRICAL PLAN APRON LEVEL (TCON7)

SCALE: 1/8"  =  1'-0"
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ELECTRICAL PLAN APRON LEVEL (TCON9)

AS
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KEYED NOTES:

     2

 1

     3

NEW DRY TYPE TRNSFORMER TS6-1-E3-N-H-TR1-S1T/S2T.

NEW PANEL TS6-1-E3-N-L-PP1-S1T/S2T.

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

OF SMOKE DETECTOR IN AHU OR ELEVATOR MACHINE ROOM.

INTERLOCK WITH FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION 

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

AND RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE

BREAKER IN EXISTING PANELBOARD SPACE.

PROVIDE NEW GFCI DUPLEX. HOME RUN TO NEW CIRCUIT 

REDIRECT THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND 

REQUIRED.

TO DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS 

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION
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 AREAS TCON1 & 

MODIFICATIONS TO
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ET4.0.3

SCALE: 1/8"  =  1'-0"

3 ELECTRICAL PLAN APRON LEVEL (TCON1)
ET4.0.3
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1.

GENERAL NOTES:

POSSIBLE.

CONDUIT SHALL BE REMOVED TO THE EXTENT

WIRING COMPLETE BACK TO PANELBOARD. 

ARE INDICATED, REMOVE BRANCH CIRCUIT 

WHERE DEMOLITION OF BRANCH CIRCUITS 

KEYED NOTES:

     2

 1

     3

#12 AWG WIRE FROM CIRCUIT BREAKER TO LOAD.

BRANCH CIRCUIT, EXTEND CONDUIT AS NEEDED AND PROVIDE NEW 

DEMOLITION) TO BE REUSED FOR THIS HOMERUN. FIELD VERIFY EXISTING

EXISTING 120 VOLT BRANCH CIRCUIT SERVING UH-TC6 (REMOVED BY 

IN KEYED NOT #11 BELOW.

CIRCUIT SHALL BE REUSED TO NEW DDC CONTROL PANEL AS DIRECTED

LEAVING CONDUIT IN PLACE INTO ROOM FOR REUSE. BRANCH

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD, 

FIELD VERIFY EXISITNG 120 VOLT BRANCH CIRCUIT CONNECTION 

#12 AWG WIRE FROM CIRCUIT BREAKER TO LOAD.

BRANCH CIRCUIT, EXTEND CONDUIT AS NEEDED AND PROVIDE NEW 

DEMOLITION) TO BE REUSED FOR THIS HOMERUN. FIELD VERIFY EXISTING

EXISTING 120 VOLT BRANCH CIRCUIT SERVING EF-TC6 (REMOVED BY 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

OF SMOKE DETECTOR IN AHU OR ELEVATOR MACHINE ROOM.

INTERLOCK WITH FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION 

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

AND RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE

IN KEYED NOT #9 BELOW.

CIRCUIT SHALL BE REUSED TO NEW FAN VF-TC6 AS DIRECTED

LEAVING CONDUIT IN PLACE INTO ROOM FOR REUSE. BRANCH

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD, 

FIELD VERIFY EXISITNG 120 VOLT BRANCH CIRCUIT CONNECTION 

REDIRECT THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND 

REQUIRED.

TO DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS 

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION
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1.

GENERAL NOTES:

POSSIBLE.

CONDUIT SHALL BE REMOVED TO THE EXTENT

WIRING COMPLETE BACK TO PANELBOARD. 

ARE INDICATED, REMOVE BRANCH CIRCUIT 

WHERE DEMOLITION OF BRANCH CIRCUITS 
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KEYED NOTES:
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MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

OF SMOKE DETECTOR IN AHU OR ELEVATOR MACHINE ROOM.

INTERLOCK WITH FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION 

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

AND RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION 

REDIRECT THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND 

REQUIRED.

TO DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS 

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION
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GENERAL NOTES:

POSSIBLE.

CONDUIT SHALL BE REMOVED TO THE EXTENT

WIRING COMPLETE BACK TO PANELBOARD. 

ARE INDICATED, REMOVE BRANCH CIRCUIT 

WHERE DEMOLITION OF BRANCH CIRCUITS 

T

SCALE: 1/8"  =  1'-0"
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SCALE: 1/8"  =  1'-0"

3
ET4.0.5

PLAN APRON LEVEL (T12)

ELECTRICAL DEMOLITION 

KEYED NOTES:

     2

 1

     3

PROVIDE NEW NEMA 6-15R RECEPTACLE FOR HVAC RAC UNIT.

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

OF SMOKE DETECTOR IN AHU OR ELEVATOR MACHINE ROOM.

INTERLOCK WITH FIRE ALARM SYSTEM TO CLOSE UPON ACTIVATION 

FIRE/SMOKE DAMPER PROVIDED AND INSTALLED BY DIV 15. 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

AND RECONNECT TO EXISTING CIRCUIT.

REPLACE EXISTING DUPLEX RECEPTACLE WITH GFCI TYPE

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION 

REDIRECT THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND 

REQUIRED.

TO DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS 

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION
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1.

GENERAL NOTES:

POSSIBLE.

CONDUIT SHALL BE REMOVED TO THE EXTENT

WIRING COMPLETE BACK TO PANELBOARD. 

ARE INDICATED, REMOVE BRANCH CIRCUIT 

WHERE DEMOLITION OF BRANCH CIRCUITS 

KEYED NOTES:

     2

 1

     3

NEW PANELBOARD TO BE LOCATED IN ELECTRICAL ROOM WHERE SPACE AVAILABLE.

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO PAC UNIT

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO UNIT HEATER 

MECHANICAL CONTRACTOR AND  INSTALLED BY ELECTRICAL CONTRACTOR.

DISCONNECT SWITCH/STARTER. EQUIPMENT SHALL BE FURNISHED BY 

COORDINATE WITH HVAC CONTRACTOR FOR CONNECTION TO EXHAUST FAN 

HOMERUN TO NEW CIRCUIT BREAKER IN EXISTING PANELBOARD SPACE.

AND REMOVE EXISTING WIRE COMPLETE BACK TO PANELBOARD.

FIELD VERIFY EXISITNG BRANCH CIRCUIT CONNECTION 

REDIRECT THROUGH NEW 30/2/20 DISCONNECT SWITCH. 

INTERCEPT EXISTING ELEVATOR CAP LIGHTING CIRCUIT AND 

REQUIRED.

TO DDC CONTROL PANEL AND/OR FIRE/SMOKE DAMPERS AS 

COORDINATE WITH HVAC CONTRACTOR FOR 120V CONNECTION
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PANELBOARD
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SCALE: NOT TO SCALE
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APRON LEVEL

ONE LINE DIAGRAM - ROOM TS6-1-E3
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VPA

PANELBOARD

480/277V

EXISTING 

VPA2

PANELBOARD

480/277V

NEW 

2
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APRON LEVEL

ONE LINE DIAGRAM - ROOM TC1-1-C1

SCALE: NOT TO SCALE

INFORMATION

SEE E9.0.4 FOR PANELBOARD 

INFORMATION

SEE E9.0.2 & E9.0.3 FOR PANELBOARD 
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SHALL MATCH THE EXISTING BREAKERS.

(*) DENOTES NEW BREAKER IN EXISTING SPACE.  NEW BREAKER'S ELECTRICAL CHARACTERISTICS 2.

1.
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  EXISTING DISTRIBUTION SWITCHBOARD LCD5
LOCATED IN APRON LEVEL MAIN ELECTRICAL ROOM @ D15

GENERAL NOTES:
ALL ELECTRICAL WORK SHOWN AS SCREENED IS EXISTING. NEW WORK IS SHOWN AS BOLD.

SHALL MATCH THE EXISTING BREAKERS.

(*) DENOTES NEW BREAKER IN EXISTING SPACE.  NEW BREAKER'S ELECTRICAL CHARACTERISTICS 2.

1.


